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D.34

DETENTION TANK

FLOW

INLET PIPE
(FLOW THROUGH)

PLAN VIEW
NTS

INLET PIPE

SECTION A-A
NTS

NOTES:
1. METAL PARTS SHALL BE CORROSION RESISTANT, EITHER ALUMINUM OR STAINLESS

STEEL. RISER STRUCTURE MATERIAL SHALL BE ALUMINUM. FASTENERS MAY BE
STAINLESS STEEL.

2. ACCESS MANHOLES SHALL BE POSITIONED 50' MAX FROM ANY POINT WITHIN THE
STRUCTURE.

3. ONE ACCESS RISER MINIMUM FOR ALL TANKS.
4. NO INLET PIPES SHALL BE WELDED TO THE SIDES OF TANKS; ALL CONNECTIONS SHALL

BE THROUGH CATCH BASINS, UNLESS APPROVED BY THE CITY.
5. A MAX. DEPTH OF 15' AND A MAX. COVER OF 8' IS ALLOWED FOR TANKS.
6. ALLOWABLE TANK TYPES (SEE POLICY D-10):

a. COATED CORRUGATED METAL PIPE (CMP)
b. ALUMINUM ALLOY PIPE
c. STEEL-REINFORCED POLYETHYLENE PIPE (SRPE)

INLET STRUCTURE
MIN. 54" DIA. TYPE 2 CB.
SEE STD. DWG. CK-D.10

CROWN OF INLET
TO MATCH MAX
WSE.

DETENTION TANK
SIZE AS REQUIRED

LEVEL

36" MIN. DIA.
(TYP.)

2" MIN. DIA. AIR VENT PIPE
WELDED TO TANK
(REQUIRED IF NO ACCESS
RISER ON TANK)

CONTROL STRUCTURE
(FROP-T SHOWN)
MIN. 54" DIA. TYPE 2 CB.
SEE CK-D.10

REMOVABLE MESH
SCREEN. SEE CK-D.10.

SEE STD. DWG. CK-D.18
OR CK-D.18A

ACCESS RISERS
SEE STD. DWG. CK-D.32

CONTROL
STRUCTURE ACCESS RISERS

SEE STD. DWG. CK-D.32
TYPE 2 CB REQUIRED
FOR FLOW THROUGH
SYSTEM ONLY

MIN. DIA.
SAME AS INLET PIPE

OPTIONAL PARALLEL
TANK

ACCESS RISERS
(MAX. SPACING SHOWN
BELOW)

0.5' SEDIMENT STORAGE

2' MIN.
2' MIN.

2' MAX.

2' MAX.

50' MAX. 100' MAX.

36"

36"

2' MIN.

AA

6" MIN.
BETWEEN

TOP OF RISER
AND

TOP OF TANK
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